1\ AIRFORTS\LITCHFIELD\ 814 ~O6RWY\AIRPORT\ SHEETS\R- 14 1ELE.DWG — RWY 27 END

APR 11, 2008 10:30 AM HAGLO00382

L1031 )
VAS! POWER AND CONTROL CABLES FOR RUNWAY 9 END TO BE ABANDONED IN GEND %
PLACE L7 EXISTING PAVEMENT
****************** T T T T T T T T e T T T T — — — XsTING VRS P
WWWWW [ e S T T o s e e — — — - AS| POWER CABLE TO BE ABANDONED
EXISTING VAS! UNIT TO BE REMOVED
2z
L - EXISTING AIRFIELD LIGHTING POWER CABLE 2
S >
& — — — DUSTNG REL POWER AND CONTROL CABLES o
4 42400 43400 & 44400 45400 46 :
o _ L 100 . o o B . 00 . oy . . o0 o e m EXISTING STAKE MOUNTED RUNWAY LIGHT
[Te)
g = 0) EXISTING STAKE MOUNTED RUNWAY THRESHOLD LIGHT
g % D> EXSTING REL =
{m]
o EXISTING BASE MOUNTED RUNWAY LIGHT
- ———————— —— — 7T————————-—-—-———— — — = — — — — — — — —— —— — — — — 1 ©  EXISTING BASE MOUNTED TAXIWAY LIGHT 2
1
- EXISTING UPWIND VASI AND EXISTING VASE POWER === EJ EXISTING TAXI GUIDANCE SIGN E g
3 FOUNDATION 10 BE & CONTROL UNIT AND o T
REMOVED STA. 40450 87.5' EXISTING VASI CABLES TO BE FOUNDATION TO BE A DD WD O EXISTING STAKE MOUNTED TAXIWAY LIGHT a ~
Rt ABANDONED IN PLACE REMOVED _ FOUNDATION TO BE =" EXISTING ELECTRICAL DUCT % % g
St o e i T e e e — — REMOVED i
STA. 45450 87.5' RT. EXISTING HANDHOLE é % &8:
[+ W a
o, =
T z9
|
N\ EXISTING VASI POWER 2 w
| \/ CABLES FOR RUNWAY ENDS fra
l 9 AND 27 TO BE oI
\\\ ABANDONED IN PLACE ] 2 3
—— — D
| EXISTING VAS! POWER CABLES FOR N\ li -1 E
| RUNWAY 9 END TO BE 5 4
- o e e e T e e T __—._'._":_'—_"‘_']" ABANDONED IN' PLACE - 5
"""""""""""""""""" D o
~~~~~~~~~~~~~~~~~~ | g
R ;
I | | =
5 fD ‘l RUNWAY 27 END T
fid M bt
& 50 e oy Iy
o - e ﬂﬁ'f,l,...,: o SSR
> [l
‘ = & et
r I! l =l wle|E
¥ g8 1218
8 fD || | N\ § gg E3E: g
| o A lle
“““““““ T | g2 % g
[ﬂ \\ 2 g3 |58 b
e e e @
~— NS AN
~ S N Z
—— =~ N , . , '
EXISTING VAS! POWER CABLES ~— NENE N 0 15 30 60 o
FOR RUNWAY END 27 TO BE e\ N e — »n is
ABANDONED IN PLACE NN FULL SIZE SCALE: 1°= 30' 7 i
NN HALF SIZE SCALE: 1"= 60’ se3
- = \\\\\\\ & v 53
- SRS H
N =N W T i
A N ]
v iy
!I l ||'| z
- N i oy |2
THE LOCATION, SIZE AND TYPE OF MATERIAL OF EXISTING UNDERGROUND UTILITIES - | ||| I g
INDICATED ON THE PLANS 1S NOT REPRESENTED AS BEING ACCURATE, SUFFICIENT OR ] =~ | 3, I @ [So
COMPLETE, IT SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO DETERMINE THE - - NS III I’ o< (23
ACTUAL LOCATION OF ALL SUCH FACILITIES, INCLUDING SERVICE CONNECTIONS TO RN | H" w= |5y
UNDERGROUND UTILITIES. PRIOR TO CONSTRUCTION, THE CONTRACTOR SHALL NOTIFY NN EXISTING VAULT il wZ |Wg
THE UTILITY COMPANIES OF HIS OPERATIONAL PLANS AND SHALL OBTAIN FROM THE AN \\ | H{’ 05 o3
RESPECTIVE UTILITY COMPANIES DETAILED INFORMATION AND ASSISTANCE RELATIVE TO A\ | 'H | L7 |oZ
THE LOCATION OF THEIR FACILITIES AND THE WORKING SCHEDULE OF THE COMPANIES @ L O |z&
FOR REMOVAL OR ADJUSTMENT WHERE REQUIRED. IN THE EVENT AN UNEXPECTED ! !H | ¥z |Z
UTILTY INTERFERENCE IS ENCOUNTERED DURING CONSTRUCTION, THE CONTRACTOR | l|, o 2
SHALL IMMEDIATELY NOTIFY THE UTILITY COMPANY OF JURISDICTION. THE ENGINEER | l| I ]
SHALL ALSO BE IMMEDIATELY NOTIFIED. ANY SUCH MAINS AND SERVICES SHALL BE l|| l|
RESTORED T0 SERVICE AT ONCE AND PAID FOR BY THE CONTRACTOR AT NO K [“
_ ADDITIONAL COST TO'THE CONTRACT. ) | T—‘W Nl l!' 1 0
CALL J.ULLE. FOR UTILITY INFORMATION AT 1-800-892-0123. ) c= 1 A 10t 2 eete




